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5' BUFFER BETWEEN FENCE AND EASEMENT
            (ALL SIDES)

ACCESS EASEMENT
LOCATION MAY VARY.
ODOR CONTROL SITES
REQUIRE ACCESS FOR 18
WHEEL TANKER.

GRAVEL ENTIRE
AREA INSIDE FENCE

RTU ANTENNA POLE
LOCATION SHALL BE
FIELD DETERMINED.

1.  PUMP STATION MUST MEET ALL
ZONING SET-BACK REQUIREMENTS
2.  PUMP STATION MUST MEET ALL
LANDSCAPING REQUIREMENTS
3.  WATER SRVICE FOR YARD HYDRANT
MUST HAVE RPZ BACKFLOW PROTECTION.
SIZE OF SRVICE MAY VARY
4.  PUMP STATION EASEMENT TO BE 60'x
60' MINIMUM
5.  EQUIPMENT LOCATIONS  MAY VARY
6.  5' BUFFER SHALL BE REQUIRED
   BETWEEN FENCE AND EASEMENT
   LINE.


